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Detector running well
Far Detector Up Time = 99.9%
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Number of POTs vs Time
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Daily Protons Delivered to NuMI Target Starting 1 May 2005
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Tritium level in discharge H20
reduced but not eliminated
by collecting chiller condensate
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We will turn beam off for access Tuesday day shift (6:30AM — 4:00 PM):

1) Sample water to further investigate sources of tritium

2) Measure temperature/humidity/air-flow as part of tritium investigation

3) Install air barrier in front of TH shielding wall to cut down activated air leaking into shaft
4) Install alarm float in condensate drip pan collection carboy

5) Install window in Electrical Support room door next to condensate collection barrel



	NuMI/MINOS Status
	Detector running wellFar Detector Up Time = 99.9%
	Total Integrate POT = 1.15 e20
	Tritium level in discharge H2O reduced but not eliminated by collecting chiller condensate
	Planned Access

