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1. Overall remarks

There does not appear to be any significant concerns with regard to the Horn charging power supplies.  The 400 volt and the 800 volt PEIs have been operated at 350V/80kA and 860V/201kA respectively.  Testing is on schedule.  Ken Bourkland noted there was a slight imbalance with 2 of 12 capacitor banks, when operating at 100kA, and that he wanted to pursue understanding the nature of this imbalance.

The strip line design is still in progress.  Bill Boettinger indicated that the design parameters are now well defined for the interface points on the module. Most effort is currently being concentrated on routing the strip line through the module.  

2. Suggestions, questions and concerns

(1) It was noted there have been some file sharing incompatibilities, between departments associated with strip line design, that has resulted in some inefficent use of engineering time.

(2) One or more reviewers expressed concern about stripline contact surfaces, specifically in regard to damage of silver plated surfaces during the assembly and subsequent disconnection process.  Bill Boettinger commented that special guides would/could be utilized to reduce the potential of plating damage.

(3) I am inclined to believe that installation of the strip linewill will prove challenging.  It may be beneficial to perform "mock" model installations before proceeding with actual installations.
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