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Follow-Up Review

of

NuMI Infrastructure Review

of

July 12 and 20, 2001

on

March 6, 2002

Water Inflow (11)

HVAC (8)

Fire Protection and Detection (2)

Electrical Plan (4)

Enclosure Access (5)

Radiation Safety (3)

Cooling Water Systems (4)

Vacuum (4)

Gas Systems (0)

Cable Tray (0)

Communications Ducts (0)

Controls (0)

FIRUS (0)

CATV (1)

Telephones (0)

ACTION PLANS

1.
Investigate Safety Issues Related to Molds and Micro-Organisms.  (Mike Andrews)
2.
Review Final Design of MINOS Sump Pump System.  (Bob Ducar and Dave Pushka)

3.
Investigate and Resolve Issue of Remote Air Sampling for Target and MINOS Underground Areas.  (Mike Andrews)

4.
Details of access, emergency procedures and training need to be developed.  (Mike Andrews)


