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1. Overall Remarks

None of the systems reviewed was deemed critical, involved personnel or environmental safety.  This was to be considered a technical review, yet several of the items reviewed were not sufficiently engineered at the time of the review.  Procedures of how to handle effects of failure of the air cooling system or high temperature of the target baffle were not outlined or understood at the time of this review.

(1) Overall, there appear to be no glaring problems or difficulties with the instrumentation for the target area.  In the future, such reviews should be conducted when more thought has gone into some of the presentations.

2. Itemized suggestions, questions and concerns

(2) The work done on the horn power supply looks to be thorough.  Many parts of the instrumentation that are being developed will also aid in the routine operation and troubleshooting of the system.  This is just good basic engineering practice.

(3) For a technical review, very little technical engineering data was presented.  


(4) Kris Anderson has presented much of the horn system in a previous review.  Location of thermal couples was presented this time around.  This is not a significant amount of additional information to warrant a review.

(5) Understanding procedures for dealing with a broken air flow system should be developed.  This was present for review before the NuMI organization has figured out what to do in the event of a failure.

(6) The target baffle provides protection to the horn.  It is being instrumented to monitor temperature.  What is done with this instrumentation data is not clearly known at this time.  Here again, a system was put up for review before much thought was given to the topic from within the NuMI group.

