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INFRASTRUCTURE REVIEW
Part One

July 12, 2001

Water Inflow to Enclosure –Tom Lackowski & Jeff Sims
HVAC – Lee Hammond

Fire Protection and Detection – Lee Hammond

Electrical Plan – Bob Ducar

Enclosure Access – Bob Ducar
Radiation Safety – John Anderson & Nancy Grossman

Part Two

Friday July 20
Cooling Water Systems – Dave Pushka

Vacuum and Gas Systems – Dave Pushka

Communication Ducts and Cable Trays – Bob Ducar 

Controls – Bob Ducar 

FIRUS, CATV, Telephones – Bob Ducar 
ELECTRICAL PLAN

MI-60 North


New Electrical Service for LAM60, V100, HV101, 3 x Quads


Exposed Buss – Powered from Beamline Feeder (96/97)


Switchboard Relocated from MI-8


Awaiting 1500 KVA Pulsed Power Transformer from D0 Compressors

MI-62


Existing 1500 KVA Pulsed Power Transformer for V104 and 4 x Quads


Installing Recycled MR Transformer for V105 (Civil Constr Reqd)


Exposed Buss – Powered from Beamline Feeder (96/97)


Will be Installing New MCC for MI-62 LCW System


Pump Vault #9 to be Powered from MI-62

Target


Powered by Main Injector Conventional Power Feeder (53) from MI-62


New 1500 KVA Pulsed Power Transformer for Technical Loads


  (V109, V110, Horn, 3 x Quads)


Exposed Buss – Single Point Isolation of 13.8 KV to PP Transformer


1000 KVA for Conventional Loads


150 KW Emergency Diesel Generator – Auto Transfer Switch


Outside Pad Designed to Accommodate a Third Transformer


MCC in Below RAW Room

MINOS


Powered by Feeder 44


New 1500 KVA Transformer for Conventional Loads & Magnet PS


New 750 KVA Transformer for “Quiet” Power


325 KW Emergency Gas Generator – Auto Transfer Switch

ENCLOSURE ACCESS

Access Control is Just One Part of the General Concern for

Personnel Safety
Gage-Babcock Recommendations

“Understandings” with DOE

Elevators at Target and MINOS

Stairs at Target

No Simple Solutions  -  Have to Contend With …  



Various Distinct Areas



Changing Conditions



Changing Hazards


Controlling Access



Training


Occupancy Limits



Getting the Work Done


